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‘ CUT AWAY FOOTING OF OLD FOUNDATION TO 5"
fz\ . _ | /ﬂ MAKE ROOM TO POUR NEW FOUNDATION
\A2. )/ W ] N \A2.1/ 80" MAX HEIGHT DIG 2'~8" X 10’ TRENCH FOR
FOOTING BESIDE (N) FOUNDATION
#47 @ 16" VERTICAL O.C. e 4" SLAB OF POURED CONCRETE 6" X 6" X
WORKROOM 496 SQ FT 2” CLEAR —t 10GA W W F
, KQ: / 17 SAND
#4 @ 10" HORIZONTAL O.C. =l ﬂgj VIL PLASTIC SHEETING
. — e = = §’¥ 4” OF COMPACTED GRAVEL
\ = :*3 DIRT BELOW FOOTING AND FLOOR
STORAGE _ POLISHING @ DATKROOM _ / # 4 @ 10”7 0O.C. A= ]
53.3 SQ FI'J . o DRILLED INTO EXISTING )
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BATHROOM GLUED WITH EPOXY. .
@l 2'—8 ELECTRICAL NOTES:
‘ . 1— MAINTAIN A CLEARANCE OF 36” IN FRONT OF THE ELECTRICAL PANEL
2— KITCHENS AND DINING AREAS MUST HAVE A MINIMUM OF TWO 20A CIRCUITS.
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m SECT‘ON OF N EW WEST WALL FOU N DA—HON U N DER FAM ‘ LY ROOM éll\-'lgl COOUQI',\Ii-I-EEg ,igéCgEQUIRED' FOR ALL P;I'I:CHEN RECEPTACLES THAT ARE
W 3" DESIGNED TO SERVE COUNTEI'?TOP SURFACES, IN BATHROOMS, IN UNDER FLOOR
35 / 167=1"-0" SPACES OR BELOW GRADE LEVEL, IN EXTERIOR OUTLETS, AND IN ALL GARAGE

OUTLETS NOT DEDICATED TO A SINGLE DEVICE OR APPLIANCE (CEC 210-8).
ALL DWELLINGS MUST HAVE ONE EXTERIOR OUTLET AT THE FRONT AND THE

Valley Ford, CA 94923
707-876-3510 (voice and fax) scott@scotthunter-engr.com

BACK OF THE DWELLING (CEC 210-52e).
m FILOOR PLAN & SECTION OF NEW WORKSHOP 4— RECEPTACLES MUST NOT BE INSTALL ABOVE BASEBOARD HEATERS.
AD T 5— INSTALL RECEPTACLES AT 12’ o.c. MAXIMUM IN WALLS. WALL LONGER THAN
. B TWO FEET AND HALLS LONGER THAN 10’ MUST HAVE A RECEPTACLE.
1/47=1"-0 6— BOND ALL METAL GAS AND WATER PIPES TO GROUND. AND GROUND CLAMPS

14875 Valley Ford Estero Road

MUST BE ACCESSIBLE AND OF AN APPROVED TYPE (CEC 250-80).
’ ” 7— NEW DWELLINGS MUST HAVE A 120V POWERED SMOKE DETECTOR (CBC 310.91)

34— —5 AT EVERY LEVEL AUDIBLE IN BEDROOMS. OLDER DWELLINGS WITH $1,000.00 MIN.

OF IMPROVEMENTS REQUIRED A SMOKE DETECTOR WHICH MAY BE BATTERY OPERATED.

8— WATER HEATERS SHALL BE ANCHORED OR STRAPPED TO RESIST HORIZONTAL DISPLACEMENT
DUE TO EARTHQUAKE MOTION. STRAPPING SHALL BE AT POINTS WITHIN THE UPPER
ONE—THIRD AND LOWER ONE-THIRD OF ITS VERTICAL DIMENSIONS. AT THE LOWER
POINT, A MINIMUM DISTANCE OF 4” SHALL BE MAINTAINED ABOVE THE CONTROLS
WITH THE STRAPPING. THE UNITS SHALL BE SECURED BY 1-— 1/2"°x16 GAUGE STRAPS

Scott Hunter Ph.D P.E.
Consulting Engineer, Buildings and Bridges

:) GROUND KlTCHEN (ABO\/E> FAM”—Y ROOM (ABO\/E> AND 5/16"x3” LAG SCREWS ANCHORED INTO WALL FRAMING MEMBERS.
E\/EL 9— PROVIDE GENERAL FLUORESCENT LIGHTING
IN KITCHEN AND BATHROOMS WITH EFFICIENCY OF
(E) DOOR TO CRAWL SPACE— —(E) GROUND LEVEL 40 LUMENS PER WATT MIN. SWITCH SHALL BE AT
10— ALL INTERIOR WALLS TO BE 2X4 U.N.O. <
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